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(i) A demonstration that the system
has delivered the public education ma-
terials that meet the content require-
ments in § 141.85(a) and (b) and the de-
livery requirements in § 141.85(c); and

(ii) A list of all the newspapers, radio
stations, television stations, and facili-
ties and organizations to which the
system delivered public education ma-
terials during the period in which the
system was required to perform public
education tasks.

(2) Unless required by the State, a
system that previously has submitted
the information required by paragraph
(f)(1)(ii) of this section need not resub-
mit the information required by para-
graph (f)(1)(ii) of this section, as long
as there have been no changes in the
distribution list and the system cer-
tifies that the public education mate-
rials were distributed to the same list
submitted previously.

(g) Reporting of additional monitoring
data. Any system which collects sam-
pling data in addition to that required
by this subpart shall report the results
to the State within the first ten days
following the end of the applicable
monitoring period under §§ 141.86, 141.87
and 141.88 during which the samples are
collected.

(h) Reporting of 90th percentile lead
and copper concentrations where the
State calculates a system’s 90th percentile
concentrations. A water system is not
required to report the 90th percentile
lead and copper concentrations meas-
ured from among all lead and copper
tap water samples collected during
each monitoring period, as required by
paragraph (a)(1)(iv) of this section if:

(1) The State has previously notified
the water system that it will calculate
the water system’s 90th percentile lead
and copper concentrations, based on
the lead and copper tap results sub-
mitted pursuant to paragraph (h)(2)(i)
of this section, and has specified a date
before the end of the applicable moni-
toring period by which the system
must provide the results of lead and
copper tap water samples;

(2) The system has provided the fol-
lowing information to the State by the
date specified in paragraph (h)(1) of
this section:

(i) The results of all tap samples for
lead and copper including the location

of each site and the criteria under
§ 141.86(a)(3), (4), (5), (6), and/or (7) under
which the site was selected for the sys-
tem’s sampling pool, pursuant to para-
graph (a)(1)(i) of this section; and

(ii) An identification of sampling
sites utilized during the current moni-
toring period that were not sampled
during previous monitoring periods,
and an explanation why sampling sites
have changed; and

(3) The State has provided the results
of the 90th percentile lead and copper
calculations, in writing, to the water
system before the end of the moni-
toring period.

[56 FR 26548, June 7, 1991; 57 FR 28789, June
29, 1992, as amended at 59 FR 33864, June 30,
1994; 65 FR 2012, Jan. 12, 2000]

§ 141.91 Recordkeeping requirements.
Any system subject to the require-

ments of this subpart shall retain on
its premises original records of all
sampling data and analyses, reports,
surveys, letters, evaluations, sched-
ules, State determinations, and any
other information required by §§ 141.81
through 141.88. Each water system shall
retain the records required by this sec-
tion for no fewer than 12 years.

Subpart J—Use of Non-Centralized
Treatment Devices

SOURCE: 52 FR 25716, July 8, 1987, unless
otherwise noted.

§ 141.100 Criteria and procedures for
public water systems using point-of-
entry devices.

(a) Public water systems may use
point-of-entry devices to comply with
maximum contaminant levels only if
they meet the requirements of this
section.

(b) It is the responsibility of the
public water system to operate and
maintain the point-of-entry treatment
system.

(c) The public water system must de-
velop and obtain State approval for a
monitoring plan before point-of-entry
devices are installed for compliance.
Under the plan approved by the State,
point-of-entry devices must provide
health protection equivalent to central
water treatment. ‘‘Equivalent’’ means
that the water would meet all national
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